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It has come to our attention that certain double check detector assemblies (DCDA) may have been produced with the bypass assembly 
containing the incorrect model designation.

The assemblies in the table below may have been delivered/installed with bypass assemblies incorrectly marked as Watts ¾” Model 
007M2, 007M3 or LF007M3, rather than the USC Approved marking of Model 007M2QT, 007M3QT, or LF007M3QT respectively. The “QT” 
was inadvertently left off of the nameplates, all DCDAs listed below are still USC Approved.
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Ames

Colt 300BF 10”

Colt 300GV 10”

LFColt300BF 2-1/2”, 3”, 4”, 6”, 8”, 10”

LFColt300GV 2-1/2”, 3”, 4”, 6”, 8”, 10”

LFColt300NBF 2-1/2”, 3”, 4”, 6”, 8”, 10”

LFColt300NGV 2-1/2”, 3”, 4”, 6”, 8”, 10”

LFMaxim300BF 2-1/2”, 3”, 4”, 6”, 8”, 10”

LFMaxim300GV 2-1/2”, 3”, 4”, 6”, 8”, 10”

LFMaxim300NBF 2-1/2”, 3”, 4”, 6”, 8”, 10”

LFMaxim300NGV 2-1/2”, 3”, 4”, 6”, 8”, 10”

Maxim300BF 8”, 10”

Maxim300GV 8”, 10”

Watts

757aDCDABF 2-1/2”, 3”, 4”, 6”

757aDCDAGV 2-1/2”, 3”, 4”, 6”

757DCDABF 2-1/2”, 3”, 4”, 6”, 8”, 10”

757DCDAGV 2-1/2”, 3”, 4”, 6”, 8”, 10”

757NDCDABF 2-1/2”, 3”, 4”, 6”, 8”, 10”

757NDCDAGV 2-1/2”, 3”, 4”, 6”, 8”, 10”

767aDCDABF 2-1/2”, 3”, 4”

767aDCDAGV 2-1/2”, 3”, 4”

767DCDABF 2-1/2”, 3”, 4”, 6”, 8”, 10”

767DCDAGV 2-1/2”, 3”, 4”, 6”, 8”, 10”

767NDCDABF 2-1/2”, 3”, 4”, 6”, 8”, 10”

767NDCDAGV 2-1/2”, 3”, 4”, 6”, 8”, 10”

774DCDA 2-1/2”, 3”, 4”, 6”, 8”, 10”

774XDCDA 2-1/2”, 6”

LF757DCDABF 2-1/2”, 3”, 4”, 6”, 8”, 10”

LF757DCDAGV 2-1/2”, 3”, 4”, 6”, 8”, 10”

LF757NDCDABF 2-1/2”, 3”, 4”, 6”, 8”, 10”

LF757NDCDAGV 2-1/2”, 3”, 4”, 6”, 8”, 10”


